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 ALTERNATE #4

THIS ALTERNATE SEPARATES THE CONSTRUCTION INTO TWO PERIODS,

A AND B. SEE DRAWING A8 FOR SEQUENCING DESCRIPTIONS AND DRAWINGS.

1 CONSTRUCTION PERIOD A INCLUDES THE NEW CONNELLY ROOM, AND RESTROOMS,

AND MOST OF THE LOBBY. THE COBB ROOM, KITCHEN, AND ONE SET OF RESTROOMS

WILL REMAIN IN USE. THE KITCHEN AND LOWER LOBBY RESTROOMS MUST BE MAINTAINED IN 

OPERATION. COORDINATE OUTAGES WITH OWNER TO OCCUR DURING UNOCCUPIED PERIODS.

2 CONSTRUCTION PERIOD B INCLUDES THE COBB ROOM, ELEVATOR, GREEN ROOM, AND

THE REMAINDER OF THE LOBBY. THE KITCHEN AND NEW LOBBY RESTROOMS MUST BE MAINTAINED 

IN OPERATION. COORDINATE OUTAGES WITH OWNER TO OCCUR DURING UNOCCUPIED PERIODS.

3 THE LOWER LEVEL IS AVAILABLE FOR THE CONTRACTOR THROUGHOUT CONSTRUCTION. HOWEVER, 

THE WATER SERVICE RELOCATION AND ANY WATER AND WASTE LINE REVISIONS MUST NOT IMPACT 

THE USE OF THE BUILDING.
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 ALTERNATE #4

THIS ALTERNATE SEPARATES THE CONSTRUCTION INTO TWO PERIODS,

A AND B. SEE DRAWING A8 FOR SEQUENCING DESCRIPTIONS AND DRAWINGS.

1 CONSTRUCTION PERIOD A INCLUDES THE NEW CONNELLY ROOM, AND RESTROOMS,

AND MOST OF THE LOBBY. THE COBB ROOM, KITCHEN, AND ONE SET OF RESTROOMS

WILL REMAIN IN USE. THE KITCHEN AND LOWER LOBBY RESTROOMS MUST BE MAINTAINED IN 

OPERATION. COORDINATE OUTAGES WITH OWNER TO OCCUR DURING UNOCCUPIED PERIODS.

2 CONSTRUCTION PERIOD B INCLUDES THE COBB ROOM, ELEVATOR, GREEN ROOM, AND

THE REMAINDER OF THE LOBBY. THE KITCHEN AND NEW LOBBY RESTROOMS MUST BE MAINTAINED 

IN OPERATION. COORDINATE OUTAGES WITH OWNER TO OCCUR DURING UNOCCUPIED PERIODS.

3 THE LOWER LEVEL IS AVAILABLE FOR THE CONTRACTOR THROUGHOUT CONSTRUCTION. HOWEVER, 

ANY MECHANICAL REVISIONS MUST NOT IMPACT THE USE OF THE BUILDING.
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FIRST FLOOR AND BASEMENT KEYED NOTES:

1 AS NEEDED TO SUPPORT MECHANICAL WORK PER DWG. M0.1 NOTES 2, 4 10, 11, 12, 13, 14, 16, AND 18. WHERE BEING REMOVED, REMOVE CIRCUIT BACK TO PANEL AND LABEL "SPARE" WHERE CIRCUIT CAN BE

REUSED FOR NEW EQUIPMENT. MAINTAIN AND MODIFY AS NEEDED. ALL CIRCUITS MUST HAVE GROUND WIRE IN CONDUIT AND ANY WIRING, FROM ORIGINAL CONSTRUCTION, SHALL BE REPLACED.

2 REMOVE ALL ELECTRICAL AND CIRCUITS TO SOURCE. EXISTING BOXES AND CONDUIT CAN BE REUSED WHERE APPROPRIATE AND COMPLIENT WITH CURRENT CODE.

3 KITCHEN AND KITCHEN POWER PANELS ARE NOT IN CONTRACT UNLESS OTHERWISE NOTED.

4 EXISTING PANEL LP2 TO REMAIN.

5 EXISTING EXIT SIGNS TO BE MAINTAINED OR REMOVED FOR REINSTALLATION.

6 REMOVE ALL UNUSED CONDUIT FROM EXTERIOR OF BUILDING AFTER COMMUNICATIONS REWORKED BY OWNER. GENERAL CONTRACTOR TO PATCH WALLS.

E0.1

Electrical Plan -

Demolition

 KEYED NOTES:

A REMOVE PANEL LP, AND FEEDER FROM PANEL LP1.

B REMOVE PANEL L, AND FEEDER FROM PANEL LP1.

NORTH

 ALTERNATE #4

THIS ALTERNATE SEPARATES THE CONSTRUCTION INTO TWO PERIODS,

A AND B. SEE DRAWING A8 FOR SEQUENCING DESCRIPTIONS AND DRAWINGS.

1 CONSTRUCTION PERIOD A INCLUDES THE NEW CONNELLY ROOM, AND RESTROOMS,

AND MOST OF THE LOBBY. THE COBB ROOM, KITCHEN, AND ONE SET OF RESTROOMS

WILL REMAIN IN USE. PANEL LP SERVES THE COBB ROOM AND WILL STAY IN SERVICE.

ALL NEEDED CIRCUITS IN THE RESTROOMS AND EXIT CORRIDOR SHALL BE 

TEMPORARILY REFED FROM PANEL LP OR ANOTHER ACTIVE PANEL.

2 CONSTRUCTION PERIOD B INCLUDES THE COBB ROOM, ELEVATOR, GREEN ROOM, AND

THE REMAINDER OF THE LOBBY. THE CONNELLY ROOM, NEW RESTROOMS, AND LOBBY

MUST BE ABLE TO BE OCCUPIED.

3 THE LOWER LEVEL IS AVAILABLE FOR THE CONTRACTOR THROUGHOUT CONSTRUCTION.
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LP1-31
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KEYED NOTES

1 FLUSH TO FLOOR, FLOOR BOX WITH (2) DUPLEX AND (1) SIMPLEX, 30 AMP RECEPTACLE (VERIFY NEMA TYPE WITH OWNER'S
SERVING EQUIPMENT). BOXES SHALL BE FLUSH IN FLOOR, COUNTERSINK COVERS.

2 PROVIDE RECEPTACLE, (2) CAT 6 DATA JACKS AND CABLE JACKS AT 72" AFF.  PROVIDE DATA & COAX CABLES TO AV CLOSET.

3 INSTALL SECURITY PANEL FURNISHED BY OTHERS.

4 ALL DATA AND COAX CABLING TO AV ROOM, TERMINATIONS BY OTHERS.  ALL AV EQUIPMENT BY OTHERS. 

5 EXISTING WALL HEATER TO BE CIRCUITED TO PANEL LP-2, USE CONDUIT IN STAIRWELL IN CORNERS AND MC OVER CEILING IN HALLWAY.

6 MAINTAIN EXISTING SWITCH AND CIRCUIT. CONNECT TO NEW UNIT.

7 FOR PROJECTORS.

8 MOTORIZED SCREEN AND PROJECTOR PROVIDED BY OTHERS.  PROVIDE POWER AT APPROXIMATELY 9' AFF, COORDINATE WITH EQUIPMENT.

9 SPEAKERS BY OTHERS. PROVIDE SINGLE GANG BOX AND CIRCUITS INTO CEILING.

10 PROVIDE 1-1/4"C STUBBED THRU WALLS (ABOVE CEILINGS).  PROVIDE END BUSHINGS.

E1.1

Electrical Plan -

Main Level - Power

NORTH

11 PROVIDE 2"C. STUBBED THRU WALLS TO ABOVE ACCESSIBLE CEILINGS. SEE RCP.  PROVIDE END BUSHINGS.

12 PROVIDE (20) POLE LOAD CENTER, 60 AMP, 3 POLE WITH (13) 20 AMP 1 POLE, (4) 15AMP 1 POLE AND (1) 30 AMP 3 POLE BREAKERS.

13 PROVIDE NEC TYPE 2 (TVSS) SURGE ARRESTER. EATON - INNOVATIVE TECHNOLGY "PROTECTOR" # PTE-048-3Y101.

14 PROVIDE 4"X4" SHALLOW JUNCTION BOX AT ABOUT 10' AFG AND 3/4"C THRU EXISTING WALL. VERIFY THAT CONDUIT TO BE
ABOVE INTERIOR CEILINGS OR OTHERWISE HIDDEN.

15 PROVIDE (3) GANG BOX ON WALL, UNDER SCREEN, AT 18" AFF. LOCATE AT LEAST 12" FROM WINDOWS.

16 PROVIDE (3) 1-1/4"C WITH PULL STRING, TO ABOVE CEILING.

17 PROVIDE 4 GANG FLOOR BOX. PROVIDE (3) 1-1/4"C. TO PROJECTOR AND (2) TO AV CLOSET VIA CRAWL SPACE.

18 CIRCUITS, IN AV CLOSET, TO PANEL LP4.

19 EXISTING 100 AMP FEEDER TO MDP.

20 PROVIDE (2) GANG BOX WITH (2) 3/4" C TO LOBBY CEILING FOR IT ROUGH-IN, FIELD LOCATE WITH OWNER.

21 BOX DETAILS PROVIDED BY OWNER, PROVIDE 1-1/4" C TO AV CLOSET.

22 (2) 2-1/2" C FROM BASEMENT, SEE E1.2.

23 PROVIDE (2) GANG BOX WITH (1) 1-1/4" C TO CEILING.

24 SEE SWITCH ASSEMBLY ON E1.3.

25 RECEPTACLE BOXES TO BE SHALLOW TYPE, NOT MORE THAN 1-1/4" DEEP. TYPICAL FOR ALL EXISTING WALLS.

26 COORDINATE LOCATIONS WITH ARCHITECT.

27 PROVIDE POWER TO FIREPLACE.

28 FOR CEILING SPEAKER, PROVIDE 3/4" CONDUIT.

29 INSTALL FLUSH VALVE POWER SUPPLIES (FURNISHED BY PC) UNDER SINKS.

30 PROVIDE POWER FOR GAS LOGS IF NEEDED. COORDINATE WITH SELECTED EQUIPMENT.

31 PROVIDE 60 AMP SWITCH, SEE E2.1 NOTE 15, AND 30 AMP, 2 POLE, FUSIBLE (20 AMP) FOR CAB LIGHT CIRCUIT.
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KEYED NOTES

1 PROVIDE FLOOR BOX WITH (2) DOUBLE DUPLEX RECEPTACLES AND (3) CAT 6A ETHERNET JACKS, AND (1) CAT 3 TELEPHONE JACK.

2 IF SCREEN IS MOTORIZED, PROVIDE POWER.

3 PROVIDE MOTOR STARTER SWITCHES WITH HEATER-OVERLOADS, SET AT 15 AMPS.

4 PROVIDE RECEPTACLE (2) CAT 6 JACKS AND A COAX JACK AT 60" AFF.

5 PROVIDE (2) 8" X 8" X 4" JUNCTION BOXS ABOVE CEILING WITH (3) 1 1/4" C BETWEEN THEM. THESE ARE FOR POWER CIRCUITS.

6 MAIN SUPPORT BEAMS COME DOWN TO CEILING. ROUTE CIRCUITS TO LP2 VIA THESE BOXES.

7 PROVIDE 2" CONDUIT WITH BUSHINGS FOR DATA CABLES.

8 PROVIDE (1) 2" C CONDUIT, WITH BUSHINGS, FOR DATA & COAX CABLE, SEAL ALL PENETRATIONS.

9 PROVIDE CAT 6 TO AV CLOSET. WIFI, UNIT BY OTHERS.

10 PROVIDE (2) 2 1/2" C TO AV CLOSET ON MAIN FLOOR.

11 PANEL LP2, THIS SHEET, MAKE CHANGES AS SHOWN.

12  PROVIDE FUSIBLE DISCONNECTS, NEMA 12/3R FOR OUTSIDE AND NEMA 1 INSIDE. PROVIDE 2 POLE 3 WIRE WITH CLASS RK3 FUSES. 
 PROVIDE LFMC TO UNITS. SEE PANEL LP2 SCHEDULE FOR CIRCUITS.

13 PROVIDE 1-1/4"C. TO ABOVE CEILING.

14 PROVIDE (3) GANG BOX AT 18" AFF FOR, COAX, DATA, AND HDMI.

15 PROVIDE 12"x12"x6" JUNCTION PULL BOX WITH (3) 1-1/4" CONDUIT. (THIS IS FOR ALL CIRCUITS FROM PANEL LP2) NOTE THAT USE OF
# 10 WIRES ALLOWS UP TO 20 WIRES IN (1) CONDUIT ON 20 AMP CIRCUITS.

16 PROVIDE 4x4 FD BOX WITH 1-1/4" CONDUIT FOR CIRCUITS TO MEETING ROOM 2.

17 WIRE NEW ADDED RECIRCULATION PUMP FROM CIRCUIT THAT SERVES EXISTING RECIRCULATION PUMP.

E1.2

Electrical Plan -

Lower Level - Power

NORTH

UL 1 HOUR FLOOR/CEILING ASSEMBLY. CAREFULLY REVIEW CEILING CONSTRUCTION AND
OBSTACLES TO CONDUIT RUNS. REVISE LOCATIONS AS NEEDED. ALL CONDUIT CROSSING THE HALL
MUST BE INSTALLED WITHIN THE FLOOR/CEILING ASSEMBLY. GC TO REPAIR CEILING AS NEEDED.
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KEYED NOTES

1 8 GANG SWITCH ASSEMBLY, ONE WILL BE A SPARE.

2 EXISTING EXIT SIGN TO REMAIN.

3 REMOTE EMERGENCY BALLAST PACK IN ACCESSIBLE CEILING SPACE.
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Main Level Lighting

NORTH
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Electrical Plan - 

Lower Level-Lighting

NORTHKEYED NOTES

1 PROVIDE DIMMER SWITCH, COMPATIBLE WITH ROOM FIXTURES, AND STANDARD SWITCH TO TURN OFF POWER TO FRONT OF ROOM LIGHTS (FRONT OF
ROOM IS AT SCREEN).

2 SEE SHEET E1.2, NOTES 15 AND 16 FOR CONDUITS.

3 PROVIDE "M" FIXTURES @ 24" AFF. PROVIDE SWITCH BY ACCESS LADDER.

4 EXISTING TIME CLOCK FOR OUTDOOR LIGHTS.
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Electrical Plan -

NORTH

Attic Power

KEYED NOTES

1 PROVIDE DEDICATED TELEPHONE LINE FROM SERVICE.  LINE TO BE IN 1/2" EMT.

2 PROVIDE GLOBE LIGHT AND GFCI RECEPTACLE ON TOP OF CAR.  SWITCH MAY BE LOCATED ON CAR, BY LIGHT.

3 PROVIDE NEW 2 POLE 60 AMP FUSED DISCONNECTS WITH 40 AMP FUSES.

4 COORDINATE SWITCH LOCATION WITH ELEVATOR SUPPLIER.

5 PROVIDE (2) 2 POLE 60 AMP BREAKERS FOR HP-5. PROVIDE 3 POLE 60 AMP FOR HP-7.
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BASEMENT

GENERAL FIRE ALARM LEGEND

SYMBOL

DESCRIPTION

FACP

FIRE ALARM CONTROL UNIT, ADDRESSABLE CLASS B FOR SLC CIRCUITS

EXISTING EQUIPMENT

NEW EQUIPMENT

PHOTOELECTRIC SMOKE DETECTOR, MOUNT 3' FROM AIR GRILLES ON CEILING

AND LESS THAN 12" FROM CEILING

15

FIRE ALARM HORN/STROBE.  CANDELA RATING INDICATED,

MOUNT AT 84" - 90" AFF, MINIMUM 6" FROM CEILING

30

FIRE ALARM STROBE OR INDICATOR, CANDELA RATING IS 15 UNLESS

OTHERWISE INDICATED, MOUNT AT 84" - 90" AFF, MINIMUM 6" FROM CEILING

J

JUNCTION BOX

P

PULL STATION, MOUNT AT 45" AFF

FS

FLOW SWITCH, PROVIDED BY SC

TS

TAMPER SWITCH, PROVIDED BY SC

PS

PRESSURE SWITCH, PROVIDED BY SC

SPRINKLER "GONG" ALARM, MOUNT AT 9' TO 10' AFG

FIRE ALARM DEVICE PLANS, FRAMED WITH CLEAR SHIELD.

FADP

B

SMOKE DETECTOR SOUNDER BASE AT 84" - 90" AFF

COMBINATION RATE OF RISE/FIXED TEMPERATURE HEAT DETECTOR, 140°F MIN.

FATB

FIRE ALARM TERMINAL BOX

M

ADDRESSABLE MONITOR MODULE, MOUNT WITHIN 36" OF DEVICE

POST INDICATOR VALVE

PIV

R

ADDRESSABLE RELAY WITHIN 36" OF DEVICE

DH

DOOR HOLDER

SMOKE DETECTORS

1

2

3

4

PULL STATIONS

5

6

7

8

FIRE ALARM A/C POWER FAILURE*

FIRE ALARM SYSTEM LOW BATTERY

NAC OPEN CIRCUIT

NAC GROUND FAULT

SYSTEM INPUTS
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FIRE ALARM INPUT/OUT MATRIX

CONTROL UNIT ANNUNCIATION NOTIFICATION FIRE SAFETY CONTROL

9

NAC SHORT CIRCUIT

AHU OVERRIDE SWITCH

9

* TRANSIT TROUBLE SIGNAL AFTER 8 HOURS

HEAT DETECTOR

1010

I J K L M N O P Q R S
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12
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LOBBY FIRST FLOOR SMOKE DETECTOR

LOBBY SECOND FLOOR SMOKE DETECTOR

TOP OF SHAFT SMOKE DETECTOR

EXTINGUISHER RELEASE
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KEYED NOTES

1 EXISTING HOOD EXTINGUISHER PANEL, MONITOR FOR EXTINGUISHER RELEASE.

2 EXISTING HOOD CONTROL PANEL, PROVIDE RELAY TO SHUT DOWN SUPPLY AIR FAN.

3 PROVIDE FACP, FLUSH IN WALL, WITH TOP @ 6.5' AFF. PROVIDE FADP ABOVE
PANEL ON WALL.

4 EXISTING PANEL SHUNT TRIP ON EXTINGUISHER RELEASE

5 TELEPHONE SERVICE FOR OUTGOING ALARM. PROVIDE DEDICATED LINE.

6 SHUTDOWN RELAYS FOR AIR HANDLERS.

7 SMOKE DETECTOR AT TOP OF SHAFT.

E1.6

Electrical Plan -

Fire Alarm

NORTH

KEYED NOTES

1 ELEVATOR CONTROLLER, PROVIDE MONITOR RELAYS FOR MAIN CONTROL POWER
AND CAB LIGHT POWER. PROVIDE (3) RELAYS FOR RECALL AND SHUTDOWN.

2 PROVIDE SMOKE DETECTORS @ 6" - 12" BELOW PEAK AND AVOID VENTS.
UNITS TO BE RATED FOR 0° F.

3 RELAYS FOR AIR HANDLER SHUTDOWNS.

FOR NOTES SEE
BELOW DETAIL 3

THERE ARE SIGNIFICANT OBSTRUCTIONS
TO CONDUIT ROUTING IN BASEMENT
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LP4
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16

60

GENERAL ELECTRICAL LEGEND

SYMBOL DESCRIPTION

TYPICAL LIGHT FIXTURES

LETTER INDICATES TYPE

TYPICAL EXIT SIGN - NUMBER OF FACES AND DIRECTIONAL

ARROWS INDICATED, LETTER INDICATES TYPE

EMERGENCY LIGHTING UNIT

TELEPHONE OUTLET WITH RJ-11C JACK

COMBINATION DATA/TELEPHONE OUTLET WITH RJ-45 AND RJ-11C JACK

DATA OUTLET WITH 2 RJ-45 JACKS

DISCONNECT SWITCH - AMP RATING/NO. OR POLES/FUSE SIZE INDICATED

100

603P

NON-FUSIBLE DISCONNECT SWITCH, 60 AMP RATED, HP RATED FOR

MOTORS NEMA ENCLOSURE RATING(3R) AS SHOWN.  3R: RAIN TIGHT.

60

3R

ELECTRICAL POWER SUPPLY CONNECTION TO EQUIPMENT - EQUIPMENT

TAG OR DESIGNATION INDICATED.  COORDINATE LOCATION AND

CONNECTION DETAILS WITH EQUIPMENT PROVIDER.

E

SPECIAL PURPOSE RECEPTACLE, MATCH RECEPTACLE TO EQUIPMENT

PLUG.  MAY ALSO BE HARDWIRED JUNCTION BOX OR TOGGLE

DISCONNECT SWITCH, COORDINATE WITH EQUIPMENT.

SIMPLEX RECEPTACLE, NEMA CONFIGURATION 5-20R

DUPLEX RECEPTACLE, NEMA CONFIGURATION 5-20R

TWO DUPLEX RECEPTACLES IN DOUBLE GANG BOX,

NEMA CONFIGURATION 5-20R

2

GFCI DUPLEX RECEPTACLEG

ABOVE COUNTER DUPLEX RECEPTACLE, MOUNT CENTER AT 44" AFFC

S 20A, 120/277VAC SINGLE POLE SNAP SWITCH

S 20A, 120/277VAC DOUBLE POLE SNAP SWITCH

2

S 20A, 120/277VAC THREE WAY SNAP SWITCH

3

S MOTOR STARTER TOGGLE SWITCH, #POLE TO MATCH # CIRCUITS

M

S NEMA 4 WET RATED MOTOR STARTER TOGGLE SWITCH

MW

S SPEED SWITCH, WALL MOUNTED

S

S ULTRASONIC CEILING SENSOR

S

LIGHT SWITCH/OCCUPANCY SENSOR, INFARED

J
JUNCTION BOX

SWITCHED CIRCUIT

UNSWITCHED CIRCUIT

HOMERUN CIRCUIT TO PANEL - CIRCUIT INDICATED

EXISTING EQUIPMENT

NEW EQUIPMENT

WEATHER TIGHT DUPLEX RECEPTACLEW

DUPLEX RECEPTACLE ON GENERATOR STANDBYS

FLOOR OR TABLE MOUNTED DUPLEX RECEPTACLE

STANDARD MOUNTING HEIGHTS FOR DEVICES

(ALL DIMENSIONS ARE TO CENTERLINE OF DEVICE AFF OR AFG)

POWER

1'-6"RECEPTACLES - GENERAL

RECEPTACLES - COUNTER* 3' TO 3'-9" OR 4" ABOVE BACK SPLASH

RECEPTACLES - REFRIGERATOR 3' TO 3'-9"

RECEPTACLES - TV OR MONITOR ON WALL 6' TO 8'

RECEPTACLES - TV OR MONITOR ON WALL 6' TO 8'

AUDIO/VISUAL

TELEPHONE/DATA - GENERAL 1'-6"

TELEPHONE/DATA - COUNTER* 3' TO 3'-9" OR 4" ABOVE BACK SPLASH

TELEPHONE/DATA - ON WALL 48" TO 54"

COAX/DATA - GENERAL 1'-6"

COAX/DATA - ON WALL FOR AV 6' TO 8'

PANEL BOARDS 100 - 400 AMP 6'-6" TO 7'

DISTRIBUTION PANELS 400 - 1,200 AMP 7'-8"

HIGHEST BREAKER HANDLE 6' TO 6'-5"

LIGHTING

EXIT SIGNS 8' TO 10', DO NOT EXCEED 14'

EMERGENCY LIGHTS 8' TO 10'

LIGHTS - GENERAL 7'-8" MINIMUM

LIGHTS - HALLWAY WALLS 6'-8" MINIMUM

LIGHT SWITCHES/DIMMERS 45"

LIGHT SWITCHES/DIMMERS, 2 ROWS TOP 54" MAXIMUM

PHOTOCELLS 8' TO 10'

SECURITY/MOTION LIGHTS 9' TO 12'

OUTDOOR WALL MOUNTED LIGHTS 8' TO 12'

MISCELLANEOUS

MOTION DETECTORS 8' TO 10'

TIME CLOCKS/CONTROL PANELS 6'

CONTROL STATIONS 45"

OCCUPANCY SENSOR, DUAL UV/IROS

I

* COORDINATE WITH ARCHITECTURAL DETAILS

S

LIGHT SWITCH WITH DAMPER

D

PE
PHOTO CELL

LC
LIGHTING CONTACTOR

SA
SURGE ARRESTER, TYPE I

TS
TRANSIENT SUPPRESSOR, TYPE II

PUSH BUTTON STATION

O
METER

GENERAL FIRE ALARM LEGEND

SYMBOL DESCRIPTION

FACU FIRE ALARM CONTROL UNIT, ADDRESSABLE CLASS A FOR SLC CIRCUITS

REMOTE FIRE ALARM ANNUNCIATOR PANEL

EXISTING EQUIPMENT

NEW EQUIPMENT

P
FIRE ALARM PULL STATION, MOUNT AT 45" AFF

PHOTOELECTRIC SMOKE DETECTOR, MOUNT 3' FROM AIR GRILLES

RETURN AIR DUCT PHOTOELECTRIC SMOKE DETECTOR, FURNISHED

AND WIRED BY EC, INSTALLED BY MC

COMBINATION RATE OF RISER/FIXED TEMPERATURE HEAT DETECTOR

15

1

FIRE ALARM HORN/STROBE.  WATTAGE AND CANDELA RATING INDICATED,

MOUNT AT 90" - 96" AFF

30

FIRE ALARM STROBE OR INDICATOR, CANDELA RATING IS 15 UNLESS

OTHERWISE INDICATED, MOUNT AT 90" - 96" AFF

R

REMOTE ALARM INDICATOR FOR DUCT SMOKE DETECTOR,

MOUNT AT 54" AFF

FAAP

SECURITY - ALARM PANELSAP

HVAC SHUTDOWN BY-PASS/OVERRIDE KEY SWITCH

BEAM TRANSMITTER, MOUNT WITHIN 12" OF CEILING

BEAM RECEIVER, MOUNT WITHIN 12" OF CEILING

BM

BEAM DETECTOR MONITORING STATION, MOUNT 54" BELOW BEAM

TRANSMITTER

DH
ELECTRIC DOOR HOLDER

J
JUNCTION BOX

KB
KNOX BOX

M
ADDRESSABLE MONITOR MODULE

P
PULL BOX

C

FIRE ALARM SYSTEM ADDRESSABLE CONTROL RELAY, MOUNT WITHIN

18" OF DEVICE BEING CONTROLLED

FS
FLOW SWITCH

TS
TAMPER SWITCH

PS
PRESSURE SWITCH

F/S
120VAC FIRE/SMOKE DAMPER

SPRINKLER "GONG" ALARM

POST INDICATOR VALVE (SHUTOFF)PIV

KEYED NOTES:

1 CITY'S SERVICE & METERING.

2 4"C., (7) 350 KCMIL, 1/OG .

3 600A, 3 POLE, 240VAC, FUSIBLE DISCONNECT, HD & HP RATED,

NEMA 1, WITH (6) 600A CLASS T FUSES, AND NEC TYPE 1 SURGE ARRESTER.

4 PANEL MDP, THIS SHEET; MAKE CHANGES SHOWN.

5 1-1/2"C. INTO CRAWL SPACE ELEVATOR.

6 PANEL LP1 THIS SHEET;  MAKE CHANGES SHOWN.

7 KITCHEN PANELS TO BE MAINTAINED, SEE E2.3.

8 TIME CLOCK FOR OUTDOOR LIGHTS.

9 1/O GROUND TO DOMESTIC WATER SERVICE PIPE, BUILDING STEEL,

AND  #6 TO SE STAIRS STEEL AND GAS LINE. ADD 1/O TO ELEVATOR

HOIST WAY STEEL STRUCTURE.

GENERAL NOTES

1 THIS DRAWING IS DIAGRAMMATIC AND INDICATES THE APPROXIMATE LOCATION OF DEVICES AND EQUIPMENT.  THE CONTRACTOR
SHALL FIELD VERIFY ALL EXISTING CONDITIONS ON SITE.  MINOR ADJUSTMENTS AND OFFSETS SHALL BE PROVIDED WHERE 
REQUIRED AT NO ADDITIONAL COST TO THE OWNER.

2 PROVIDE ALL WORK IN COMPLIANCE WITH ALL STATE AND LOCAL CODES AND IN AN INDUSTRY STANDARD WORKMANLIKE MANNER.

3 NMC (ROMEX AND SE CABLE FOR FEEDERS) IS NOT ACCEPTABLE.  AC/MC CABLE IS ACCEPTABLE IN CONCEALED AND UTILITY 
LOCATIONS.  EMT CONDUITS SHALL BE USED IN EXPOSED LOCATIONS.  DATA/AV CABLES DO NOT REQUIRE CONDUIT IN CONCEALED
LOCATIONS, PROPERLY BUNDLE/SUPPORT.

4 RACEWAYS SHALL NOT BE RUN ON THE EXTERIOR OF BUILDING OR IN INTERIOR EXPOSED AREAS OF MAIN FLOOR.

5 DATA AND TELEPHONE WORK SHALL INCLUDE DEVICE BOXES WITH CONDUIT, DEVICES, COVER PLATES AND CABLES TO EXISTING
DATA/COMM ROOM.  ALL CABLES TO BE ROUTED TO DATA/ COMM ROOM.

6 ALL WALLS AND PENETRATIONS SHALL BE REPAIRED AND SEALED, SEE ARCHITECTURAL FOR WALL CONSTRUCTION.

7 ALL WIRE SIZES SHOWN ARE FOR COPPER.  ALUMINUM ALLOY WIRE MAY BE USED ON 100 AMP AND LARGER CIRCUITS ONLY.  USE
ANTIOXIDATION-CONNECTION GREASE ON LUGS AND TERMINATIONS.

8 PROVIDE (3) SPARE FUSES OF EACH TYPE USED, STORE IN POWER ROOM.

9 RECEPTACLE & SWITCH PLATES AND DEVICES SHALL BE WHITE COLOR UNLESS OTHERWISE NOTED.

10 PROVIDE ALL POWER CONNECTIONS AND TERMINATIONS TO MECHANICAL EQUIPMENT INCLUDING INSIDE THE EQUIPMENT.

      ABBREVIATIONS

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AHU AIR HANDING UNIT

AL ALUMINUM

ATC ASTRONOMICAL TIME CLOCK

ATS AUTOMATIC TRANSFER SWITCH

BFG BELOW FINISHED GRADE

C CONDUIT (AND DEVICE COUNTER HEIGHT)

CU COPPER

DCP DUMBWAITER CONTROL PANEL

EF EXHAUST FAN

EX EXIT SIGN

EXK EXISTING TYPE K

G GROUND

GDS GENERATOR DISCONNECT SWITCH

MC MECHANICAL CONTRACTOR

MCA MINIMUM CIRCUIT AMPACITY

MCB MAIN CIRCUIT BREAKER

MCS MOLDED CASE SWITCH

N NEUTRAL

NIC NOT IN CONTRACT

PC PHOTOCELL

PNL PANELBOARD

SC SPRINKLER CONTRACTOR

UNO UNLESS OTHERWISE NOTED

W WET LOCATION RATED

WIR WIRE (SIZE/RATING)

E2.1

Electrical - Power 

Riser, Legend & 

10 PANEL AC TO BE MAINTAINED, SEE E2.3.

11 PANEL LP2, SEE E2.2, MAKE CHANGES SHOWN.

12 PROVIDE PANEL LP3, SEE PLAN NO E1.1, PER SCHEDULE ON E2.2 AND

PROVIDE 1-1/4"C. WITH FEEDER PER MDP THIS SHEET.

13 PROVIDE 12" X 12" X 6" JUNCTION BOX IN CEILING OVER PANEL LP

(BEING DEMOED) TO SPLICE ANY EXISTING CIRCUITS TO BE REUSED

IN COBB ROOM.

14 PROVIDE 1-1/4"C WITH FEEDER TO ELEVATOR IN ATTIC PER MDP SCHEDULE.

15 PROVIDE 60 AMP, 3 POLE DISCONNECT, HD & HP RATED.

16 PROVIDE PANEL LP4 PER SCHEDULE ON E2.2. PROVIDE NEC TYPE 2 SURGE

ARRESTER (TVSS) SEE E1.1, NOTE 13.

SCOPE OF WORK

1 PROVIDE TEMPORARY CONSTRUCTION PHASE POWER AND LIGHTING FOR ALL TRADES AS 
NEEDED.

2 PROVIDE SUBMITTALS ON ALL LIGHTING, POWER, CONTROLS AND LIGHTING EQUIPMENT.

3 PROVIDE ALL ELECTRICAL SHOWN ON DRAWINGS AND SPECIFICATIONS AND AS NEEDED TO 
PROVIDE A COMPLETE FUNCTIONAL INSTALLATION IN COMPLIANCE WITH STATE AND LOCAL 
CODES.  OWNER TO PROVIDE DATA CABLES, DEVICES, AND COVER PLATES AS WELL AS RACKS
WITH ALL EQUIPMENT IN RACKS.

4 PROVIDE FIELD COORDINATION WITH OTHER TRADES AND PROVIDE RED-LINE MARKED UP 
DRAWINGS TO OWNER OF ALL FIELD CHANGES.

5 TEST FOR FUNCTIONALLY OF ALL EQUIPMENT.  ASSIST OTHER TRADES AS NEEDED.

6 TEST AND CERTIFY EXIT AND EGRESS LIGHTING.

7 TEST AND CERTIFY FIRE ALARM SYSTEM OPERATION.

8 PROVIDE ALL REQUIRED ELECTRICALLY RELATED PERMITS AND INSPECTIONS.

9 PROVIDE ONE YEAR WARRANTY ON ALL PARTS AND LABOR FROM DATE OF PROJECT 
ACCEPTANCE.
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